


geotechnical « analytical « materials « environmental

205.345.0816 tel
205.343.0635 fox
www.TTLINC.com

3516 Greenshoro Avenue
P O Drawer 1128 (35403}
Tuscaloosa, AL 35401
BACTERIOLOGICAL RESULTS OF DRINKING WATER

Shaded Area For Lab Use Only Standard Methods 20th Ed. Method 9223B
Colilert® (ONPG-MUG)

[ofJoJof1]3]of1]
PWS 1D Number

Jeremy Gilliland-Client (205) 345-9333 Englewood-Hulls Water System Tuscaloosa
Collector's Name Collector's Phone # System Served County
Time Collected Date Collected Time Received - Date Received
0]s8]3]0 ol1]o]l6]1]5 1Jo[5[1]| [of1]of6]1]5
24 Hour Clock Month Day Year 24 Hour Clock - Month- Day Year
Cla  Sample Membrane Filter MMO-Mug
Collection Points mgl  Code CA CP FA FP CIT CA CP ECA ECP Uns. Lab Number
1)837 Sandy Fork Circle 0.8 D cola b X ‘ 150106023-001A
2{11238 Lagrone Rd 0.9 D X oobobe 150106023-002A
314241 South Rosser Rd 1.2 D Xt 150106023-003A
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
Sample Total Fecal Total
Collection Points Code C/T Coliform Coliform  Coliform  E. Coli Uns. Lab Number
21[RAW , e B B Lot :
22|RAW
23 RAW
24[RAW
25|RAW

Sample Code Key
D-Distribution Sample
P-Repeat Sample
S-Special Sample

Mail Report To:

Mr. Darren Rice

T-Total Coliform Sample
F-Fecal Coliform Sample
W-Private Well
R-Raw Special

Englewood-Hulls Water System

P.O. Box 70940
Tuscaloosa, AL 35407

Results Code
CA-Coliform absent
CP-Coliform present
ECA-E. coli absent
ECP-E. coli present
Uns.-Unsatisfactory

40170 |

Analyst

Unsatisfactory Codes

A - Sample exceeded holding time

B - Sample leaked in transit

D - Incomplete/incorrect Information
E - Laboratory accident

F - Unapproved sample bottle

G - Less than required sample volume
H - Sample cloudy after incubation

K - Sample contained excess chiorine
Z - Other

| WorkOrder: 150106023
- Project: Monthly Drinking Water Coliform

All information {written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's
Client. TTL intends no third party beneficiaries (express or implied) and copies of such information received by
any third parties are NOT for reliance unless TTL first receives a signed Secondary Client Agreement from the
third party. Copyright ©2015 TTL, Inc. All rights reserved.
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BACTERIOLOGICAL RESULTS OF DRINKING WATER

(oJoloJoJoJo]2]
PWS ID Number

Shaded Area For Lab Use Only

205.345.0816 tel
205.343.0635 fax
www.TTLINC.com

Standard Methods 20th Ed. Method 92238
Colilert® (ONPG-MUG)

Tom Ogletree-Client ~ (205) 926-9561  Centreville Water & Sewer Board Bibb
Collector's Name Collector's Phone # System Served County
Time Collected Date Collected Time Received - Date Received
1] o[1]o]6]1]5 1]1]2]0 o[1]0]6]11l5
24 Hour Clock Month Day Year 24 Hour Clock Month Day Year
Clz  Sample Membrane Filter MMO-Mug
Collection Points mgl.  Code CA CP FA FP CIT CA CP ECAECP Uns. Lab Number
1|Police Station 1254 Walnut St| 1.2 D e R P Xop g 150106024-001A
2|City Shop 68 Forestry St 1.3 D X 150106024-002A
3[Hwy 5 Tank 12907 Hwy 5 1.3 D Xt 150106024-003A
4|CCA School 2415 Montevallo | 0.8 D X 150106024-004A
5|Eddingstown Station Eddingst| 1.5 D Xl 150106024-005A
6|Tabernacle Booster Station 4 1.3 D X 150106024-006A
8
9
10
11
12
13|
14
15
16
17
18
19
20|
Sample Total  Fecal Total
Collection Points Code C/T Coliform Coliform  Coliform  E. Coli Uns. Lab Number
21RAW Well #3 6804 Lightsey R T cephinan 0 0. 150106024-007A
22|RAW Well #5 12105 Hwy 5 T SeQon 0 150106024-008A
23IRAW G : FRONER
24RAW
25RAW

Sample Code Key
D-Distribution Sample
P-Repeat Sample
S-Special Sample

Mail Report To:

Centreville Water & Sewer Board

1270 Walnut Street, Suite A
Centreville, AL 35042

T-Total Coliform Sample
F-Fecal Coliform Sample
W-Private Well
R-Raw Special

Lab.

E

Analyst

Results Code
CA-Coliform absent
CP-Coliform present
ECA-E. coli absent
ECP-E. coli present
Uns.-Unsatisfactory

iD Number '

1

Unsatisfactory Codes

A - Sample exceeded holding time

B - Sample leaked in transit

D - Incomplete/incorrect Information
E - Laboratory accident

F - Unapproved sample bottle

G - Less than required sample volume
H - Sample cloudy after incubation

K - Sample contained excess chlorine
Z - Other

_ WorkOrder: 150106024
| . Project: Monthly Drinking Water Coliform

All information (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's
Client. TTL intends no third party beneficiaries (express or implied) and copies of such information received by
any third parties are NOT for refiance unless TTL first receives a signed Secondary Client Agreement from the
third parly. Copyright ©2015 TTL, Inc. All rights reserved
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BACTERIOLOGICAL RESULTS OF DRINKING WATER

[oJoJol1[s5]4]0]

PWS ID Number

Shaded Area For Lab Use Only

205.345.0816 tel
205.343.0635 fax
www.TTLINC.com

Standard Methods 20th Ed. Method 92238
Colilert® (ONPG-MUG)

Eddie LaFoy-Client ~ {205) 333-1140 Carrolls Creek Water Authority ‘Tuscaloosa
Collector's Name Collector's Phone # System Served County
Time Collected Date Collected Time Received ~ Date Received
ojslo]o 0[1Jo]6]1]5 1]21110 oJ1lo0l6f{1]5
24 Hour Clock Month Day Year 24 Hour Clock “Month Day Year
Cla  Sample Membrane Filter MMO-Mug
Collection Points mgl.  Code CA CP FA FP CIT CA CP ECA ECP Uns. Lab Number
1114802 Hwy 69 12 D bbb SXobeen e o 150108025-001A
2/11623 Ben Clements Rd 0.9 D X 150106025-002A
3111378 Cripple Creek Rd. 1.1 D X 150106025-003A
4121137 Old Jasper Rd 2.0 D X 150106025-004A
520410 William Kelley Rd 1.0 D X 150106025-005A
6|19364 Billy Bigham Rd 1.2 D X 150106025-008A
7|13485 Nazareth Church Rd  {1.3 D X 150106025-007A
8{17403 N Hagler Rd 1.3 D X 150106025-008A
9{17457 Finnell Rd 1.3 D X 150106025-009A
1016236 Beams Rd 13 D XKl 160106025-010A
11|15728 Seminole Trail 1.2 D X 150106025-011A
1214819 Clear Pointe Dr 1.4 D Xl 150106025-012A
13|12076 Stephens Mnt Rd 1.3 D X 150106025-013A
141417 Martin Rd. 1.4 D X 150106025-014A
16
17
18
19
20
Sample Total Fecal Total
Collection Points Code C/T Coliform Coliform  Coliform  E. Coli Uns. Lab Number
21[RAW SECET Emvecis e -
22IRAW
23IRAW
24RAW
25[RAW

Sample Code Key
D-Distribution Sampie
P-Repeat Sample
S-Special Sample

Mail Report To:

Ms. Annette Wilson

Carrolls Creek Water Authority

14662 Firehouse Road
Northport, AL 35475

T-Total Coliform Sample
F-Fecal Coliform Sample
W-Private Well
R-Raw Special

Results Code
CA-Coliform absent
CP-Coliform present
ECA-E. coli absent
ECP-E. coli present
Uns.-Unsatisfactory

Analyst

Unsatisfactory Codes

A - Sample exceeded holding time

B - Sample leaked in transit

D - Incomplete/incorrect Information
E - Laboratory accident

F - Unapproved sample bottle

G - Less than required sample volume
H - Sample cloudy after incubation

K - Sample contained excess chlorine
Z - Other

~ WorkOrder: 150106025
Project: Monthly Drinking Water Coliform

All information (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's
Client. TTL intends no third party beneficiaries (express or implied) and copies of such information received by
any third panties are NOT for reliance unless TTL first receives a signed Secondary Client Agreement from the
third party. Copyright @2015 TTL, Inc. All rights reserved.




geotechnical « analytical « materials « environmental

3516 Greensboro Avenue 205.345.0816 tel
P 0 Drower 1128 {35403) 205.343.0635 fox
Tuscaloosa, AL 35401 www.TTLINC.com

BACTERIOLOGICAL RESULTS OF DRINKING WATER

Shaded Area For Lab Use Only Standard Methods 20th Ed. Method 9223B
Colilert® (ONPG-MUG)

(oJofof1]4]2]8]

PWS ID Number

Vincent Atkins-Client
Collector's Name

_Greene
County

Forkland Water Department
System Served

~ (205) 372-6969
Collector's Phone #

Time Collected Date Collected Time Received Date Received
1111010 ol1]ol6]1]5 113]4]0 0l1]0161115
24 Hour Clock Month Day Year :24 Hour Clock ‘Month ~Day Year
Cl  Sample Membrane Filter MMO-Mug
Collection Points mgll  Code CA CP FA FP CIT CA CP ECA ECP Uns. Lab Number
1|2124 Martin King Dr 1.5 D bl x4tk 150106026-001A
2|Morning Star Co Rd 12 18 D X 150106026-002A
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
Sample Total  Fecal Total
Collection Points Code ¢ Coliform Coliform  Coliform  E. Coli Uns. Lab Number
21RAW  [Well T Sl e 00l 00 v 150106026-003A
22|RAW e e
23IRAW
24|RAW
25|RAW

Sample Code Key
D-Distribution Sample
P-Repeat Sample
S-Special Sample

Mail Report To:

T-Total Coliform Sample
F-Fecal Coliform Sample
W-Private Well
R-Raw Special

Results Code
CA-Coliform absent
CP-Coliform present
ECA-E. coli absent
ECP-E. coli present
Uns.-Unsatisfactory

Unsatisfactory Codes

A - Sample exceeded holding time

B - Sample leaked in transit

D - Incomplete/incorrect Information
E - Laboratory accident

F - Unapproved sample bottle

G - Less than required sample volume
H - Sample cloudy after incubation

K - Sample contained excess chlorine
Z - Other

ID Number - yororder: 150106026

© Project: Monthly Drinking Water Coliform

Lab.
Mr. Bradley Hubbard r
Forkland Water Department
P.O. Box 126
Forkland, AL 36740

Analyst

All information (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's
Client. TTL intends no third parly beneficiaries {express or implied) and copies of such information received by
any third parties are NOT for reliance unless TTL first receives a signed Secondary Client Agreement from the
third party. Copyright @2015 TTL, Inc. All rights reserved.




3516 Greenshoro Avenue
P 0 Drawer 1128 (35403)
Tuscaloosa, AL 35401

geotechnical o analytical - materials . environmental

BACTERIOLOGICAL RESULTS OF DRINKING WATER
Standard Methods 20th Ed. Method 92238

[ofJofof[1]4l4]5]

PWS ID Number

Larry Cotton-Client
Collector's Name

(205) 372-9318
Collector's Phone #

Shaded Area For Lab Use Only

Greenetrack
System Served

Colilent® (ONPG-MUG)

County

Greene

205.345.0816 te!
205.343.0635 fox
www.TTLINC.com

Time Collected Date Collected Time Received - Date Received

111]3]5 o[1]o]e]1]5 113141 o[1]o]6]1]5

24 Hour Clock Month Day Year 24 Hour Clock. ‘Month  Day Year -

Clz  Sample Membrane Fiiter MMO-Mug
Collection Points mgl.  Code CA CP FA FP CIT CA CP ECA ECP Uns. Lab Number
1|1st Floor 524 CR 208 1.0 D e X : 150106028-001A
2i2nd Floor 524 CR 208 1.0 D X 150106028-002A
4
5
6
7
8
9
10
11
12
13
14
15
16
17|
18
19
20
Sample Total  Fecal Total
Collection Points Code CT Coliform Coliform  Coliform  E. Coli Uns. Lab Number

21IRAW  |Well #1 524 CR 208 T co Qe 0 s 150106028-003A
22IRAW o SRR
23IRAW
24|RAW
25|RAW

Sample Code Key
D-Distribution Sample
P-Repeat Sample
S-Special Sample

Mail Report To:

Mr. Larry Cotton
Greenetrack

P.O. Box 471
Eutaw, AL 35462

T-Total Coliform Sample
F-Fecal Coliform Sample
W-Private Well
R-Raw Special

Results Code

CA-Coliform absent
CP-Coliform present
ECA-E. coli absent

ECP-E. coli present
Uns.-Unsatisfactory

" Analyst

Unsatisfactory Codes

A - Sample exceeded holding time

B - Sample leaked in transit

D - Incomplete/incorrect Information

E - Laboratory accident
F - Unapproved sample bottle

G - Less than required sample volume

H - Sample cloudy after incubation

K - Sample contained excess chlorine

Z - Other

' WorkOrder: 150106028

P

roject: Monthly Drinking Water Coliform

Alt information (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's
Client. TTL intends no third party beneficiaries (express or implied) and copies of such information received by
any third parties are NOT for reliance unless TTL first receives a signed Secondary Client Agreement from the
third party. Copyright ©2015 TTL, Inc. All rights reserved.



3516 Greensboro Avenue
P O Drawer 1128 {35403)
Tuscoloosa, AL 35401

BACTERIOLOGICAL

[o]ofofo[6]

110]

PWS ID Number

geotechnical « analytical « materials « environmental

Shaded Area For Lab Use Only

205.345.0816 tel
205.343.0635 fox
www.TTLINC.com

RESULTS OF DRINKING WATER

Standard Methods 20th Ed. Method 9223B
Colilert® (ONPG-MUG)

William Hamilton-Client 256-332-3850 Russellville Water and Sewer Board Franklin
Collector's Name Collector's Phone # System Served County
Time Collected Date Collected Time Received -Date Received -
o]s]ojo o[1]ol6]115 1141310 0]1]o]ef1]5
24 Hour Clock Month Day Year 24 Hour Clock Month - ‘Day - Year
Clp  Sample Membrane Filter MMO-Mug
Collection Points mgll  Code CA CP FA FP CT CA CP ECA ECP Uns. Lab Number
11400 N. Jackson Ave. 1.3 D sompep e CXp e g 150106038-001A
2{702 Duncan Creek 1.2 D X} 150106038-002A
3[2000 Waterloo Rd. 0.8 D X | 150106038-003A
412691 Hwy 60 1.0 D X | 150106038-004A
5/29 Hyde Lake Dr 1.1 D X | 150106038-005A
6/280 Skyline Dr. 1.3 D Xl 1501 06038-008A
7|444 Duncan St 1.2 D X 150106038-007A
8911 W. Lawrence 0.9 D X 150106038-008A
10
11
12
13
14
15
16
17
18
19
20
Sample Total  Fecal Total
Collection Points Code C/T Coliform Coliform  Coliform  E Coli Uns. Lab Number
211RAW Well T i ' : 127 T2 150106038-009A
22IRAW WTP Raw T 961 144 150106038-010A
23IRAW E
24|RAW
25(RAW

Sample Code Key
D-Distribution Sample
P-Repeat Sample
S-Special Sample

Mail Report To:

Mr. Doug Clement

T-Total Coliform Sample
F-Fecal Coliform Sample

W-Private Well
R-Raw Special

Russellville Water and Sewer Board

P.O. Box 1148
Russellville, AL 35653

Unsatisfactory Codes

A - Sample exceeded holding time

B - Sample leaked in fransit

D - Incomplete/incorrect Information
E - Laboratory accident

F - Unapproved sample bottle

G - Less than required sample volume
H - Sample cloudy after incubation

K - Sample contained excess chlorine
Z - Other

~ WorkOrder: 150106038
¢ Project: Monthly Drinking Water Coliform

Results Code
CA-Coliform absent
CP-Coliform present
ECA-E. coli absent
ECP-E. coli present
Uns.-Unsatisfactory

4 Analyst

All information (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's
Client. TTL intends no third party beneficiaries (express or implied) and copies of such information received by
any third parties are NOT for reliance unless TTL first receives a signed Secondary Client Agreement from the
third party. Copyright ©2015 TTL, Inc. All rights reserved.




35166

reensboro Avenue

P O Drawer 1128 (35403)
Tuscaloosa, AL 35401

geotechnical - analytical « materials « environmental

BACTERIOLOGICAL RESULTS OF DRINKING WATER

[0JoJofol3]3l1]

PWS ID Number

Shaded Area For Lab Use Only

205.345.0816 tel
205.343.0635 fox
www.TTLINC.com

Standard Methods 20th E£d. Method 92238
Colilert® (ONPG-MUG)

Jack Malone-Client (256) 386-5668 Tuscumbia Water Works ~ Colbert
Collector's Name Collector's Phone # System Served County
Time Collected Date Collected Time Received - Date Received
oJoloJo 0[1]o]6]1]5 114]3]o0 o[1[o]s]1]5
24 Hour Clock Month Day Year 24 Hour Clock Month  Day Year
Cl,  Sample Membrane Filter MMO-Mug
Coliection Points mgll.  Code CA CP FA FP CIT CA CP ECA ECP Uns. Lab Number
1}1205 E. 2nd St. 1.4 D sl S ‘ 150106039-001A
2|1027 Eastwood 1.1 D X 150106039-002A
3511 N. Main Street 1.4 D X | 150108039-003A
4/109 Creekside Dr. 1.2 D X 150106039-004A
511107 Anna Dr. 1.1 D X 150106039-005A
7
8
9
10
11
12
13
14
15
16
17
18
19
20
Sample Total Fecal Total
Collection Points Code CT Coliform Coliform  Coliform  E. Coli Uns. Lab Number
21RAW  |Tuscumbia Big Spring T s L 2300 147 150106039-006A
22|RAW : : :
23|RAW
24RAW
25RAW

Sample Code Key
D-Distribution Sample

T-Total Coliform Sample
F-Fecal Coliform Sample

Results Code
CA-Coliform absent

Unsatisfactory Codes
A - Sample exceeded holding time

P-Repeat Sample
S-Special Sample

Mail Report To:

W-Private Well
R-Raw Special

CP-Coliform present
ECA-E. coli absent

ECP-E. coli present
Uns.-Unsatisfactory

40170

B - Sample leaked in transit

D - Incomplete/incorrect Information
E - Laboratory accident

F - Unapproved sample bottie

G - Less than required sample volume
H - Sample cloudy after incubation

K - Sample contained excess chlorine
Z - Other

Mr. Jack Malone
Tuscumbia Water Works
P.O. Box 269
Tuscumbia, AL. 35674

‘Lab. ID Number

) Analyst

All information (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's

Client. TTL intends no third party beneficiaries {(express or implied) and copies of such information received by
any third parties are NOT for refiance uniess TTL first receives a signed Secondary Client Agreement from the
third party. Copyright ©2015 TTL, inc. All rights reserved.

~ WorkOrder: 150106039
i Project: Monthly Drinking Water Coliform










3516 Greenshoro Avenue
P 0 Drawer 1128 {35403)
Tuscaloosa, AL 35401

geotechnical . analytical .

materials « environmental

BACTERIOLOGICAL RESULTS OF DRINKING WATER

[oJofol1]s]o0fo]

PWS ID Number

Shaded Area For Lab Use Only

205.345.0816 tel
205.343.0635 fox
www.TTLINC.com

Standard Methods 20th Ed. Method 92238
Colilert® (ONPG-MUG)

Brandon Steward- ~ 256-810-0030 , Franklin County Water Service Franklin
Collector's Name Collector's Phone # System Served County
Time Collected Date Collected Time Received - Date Received
| 11 0o[1]o]6]1]5 114]4]0 ol1]o]6]1[5
24 Hour Clock Month Day Year 24 Hour Clock Month Day Year_
Clz  Sample Membrane Filter MMO-Mug
Collection Points mgll  Code CA CP FA FP CIT CA CP ECA ECP Uns. Lab Number
1|Liberty Hill Baptist Hwy 43 1.4 D : R E ‘ X : 150106076-001A
2iHouse Hwy 43 1.3 D X 150106076-002A
3|Frost Frost Lane 1.0 D X1 150106076-003A
4Weeks Hwy 93 0.9 D X1 150106076-004A
5{williams Hwy 93 0.8 D X 4150106076-005A
6lAllen Hwy 6 1.0 D X 150106076-006A
8
9
10
11
12
13
14
15
16|
17
18
19
20
Sample Total  Fecal Total
Collection Points Code CIT Coliform Coliform  Coliform  E. Coli Uns. Lab Number
1[RAW T e T T : :
22IRAW
23IRAW
24RAW
25|RAW

Sample Code Key
D-Distribution Sample
P-Repeat Sample
S-Special Sample

Mail Report To:

Ms. Beverly Hargett

T-Total Coliform Sample
F-Fecal Coliform Sample
W-Private Well
R-Raw Special

Franklin County Water Service Authority

P.O. Box 278
Russelville, AL 35653

L

ab. ID Number

Results Code
CA-Coliform absent
CP-Coliform present
ECA-E. coli absent
ECP-E. coli present
Uns.-Unsatisfactory

Analyst j

Unsatisfactory Codes

A - Sample exceeded holding time

B - Sample leaked in transit

D - Incomplete/incorrect Information
E - Laboratory accident

F - Unapproved sample bottle

G - Less than required sample volume
H - Sample cloudy after incubation

K - Sample contained excess chlorine
Z - Other

. WorkOrder: 150106076
. Project: Monthly Drinking Water Coliform

All information {written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's

Client. TTL intends no third party beneficiaries (express or implied) and copies of such information received by
any third parties are NOT for refiance unless TTL first receives a signed Secondary Client Agreement from the
third party. Copyright ©2015 TTL, Inc. Ali rights reserved.
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BACTERIOLOGICAL RESULTS OF DRINKING WATER
Standard Methods 20th Ed. Method 92238

l[oJofofofo]2]7]

PWS ID Number

Shaded Area For Lab Use Only

Colilert® (ONPG-MUG)

James Loden-Client (205) 486-5930 Upper Bear Creek Water Marion

Collector's Name Collector's Phone # System Served County

Time Collected Date Collected Time Received - Date Received

1]o013]0 ol1{oj6l1]5 1141410 ol1lolej1l5

24 Hour Clock Month Day Year 24 Hour Clock Month - Day Year

Cl Sample Membrane Filter MMO-Mug
Collection Points mglL  Code CA CP FA FP CIT CA CP ECA ECP Uns. Lab Number
1{Lab Finished 17 D e ' X : 150106078-001A
2{Yard Finished 1.7 D X 150106078-002A
4
5
6
7
8
9
10
11
12
13
14
15
16]
17
18
19
20
Sample Total  Fecal Total
Collection Points Code C/T Coliform Coliform  Coliform £ Coli Uns. Lab Number

21|RAW  |Lab Raw T S ~ 1414 | 35 3 150106078-003A
22|RAW : DN SR
23IRAW
24[RAW
25[RAW

Sample Code Key

D-Distribution Sample

P-Repeat Sample
S-Special Sample

Mail Report To:

Mr. Barry Hill

T-Total Coliform Sample
F-Fecal Coliform Sample

W-Private Well
R-Raw Special

Upper Bear Creek Water

P. O. Box 326

Haleyville, AL 35565

Results Code
CA-Coliform absent

CP-Coliform present
ECA-E. coli absent

ECP-E. coli present
Uns.-Unsatisfactory

) Analyst

All information (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's
Client. TTL intends no third party beneficiaries (express or implied) and copies of such information received by
any third parties are NOT for reliance unless TTL first receives a signed Secondary Client Agreement from the
third party. Copyright ©2015 TTL, inc. All rights reserved.

Unsatisfactory Codes

A - Sample exceeded holding time

B - Sample ieaked in transit

D - Incomplete/incorrect Information
E - Laboratory accident

F - Unapproved sample bottle

G - Less than required sample volume
H - Sample cloudy after incubation

K - Sample contained excess chlorine
Z - Other

. WorkOrder: 150106078
- Project: Monthly Drinking Water Coliform










geotechnical . analytical « materials « environmental

205.345.0816 tel
205.343.0635 fox
www.TTLINC.com

3516 Greensbhoro Avenue
P O Drawer 1128 (35403)
Tuscaloosa, AL 35401
BACTERIOLOGICAL RESULTS OF DRINKING WATER

Shaded Area For Lab Use Only Standard Methods 20th Ed. Method 9223B
Colilert® (ONPG-MUG)

[0jojofofol2]5]

PWS ID Number
Doug Beard-Client
Collector's Name

Marion
County

Hackleburg Water
System Served

(205) 935-3710
Collector's Phone #

Time Collected Date Collected Time Received - .Date Received

ols]s3]o 0l2]o0[3]1]5 1141510 of2]o]3]1]5

24 Hour Clock Month Day Year 24 Hour Clock ‘Month  Day  Year

Clz  Sample Membrane Filter MMO-Mug
Collection Points mg/. ~ Code CA CP FA FP CIT CA CP ECA ECP Uns. Lab Number
1}School 2.2 D e Xk 150203060-001A
2|Waymon Cochran 2.0 D X | : 150203060-002A
3|Phil Sappington 2.1 D X | | [150203060-003A
5
6
8
9
10
11
12
13
14
15
16
17
18
19
20
Sample Total Fecal Total
Collection Points Code C/T Coliform Coliform  Coliform  E. Coli Uns. Lab Number

22IRAW
23IRAW
24 RAW
25|RAW

Unsatisfactory Codes

A - Sample exceeded holding time

B - Sample leaked in transit

D - Incomplete/incorrect Information
E - Laboratory accident

F - Unapproved sample bottle

G - Less than required sample volume
H - Sample cloudy after incubation

K - Sample contained excess chlorine
Z - Other

ID Number - yorkorder: 150203060
o . Project: Monthly Drinking Water Coliform

Results Code
CA-Coliform absent
CP-Coliform present
ECA-E. coli absent
ECP-E. coli present
Uns.-Unsatisfactory

T-Total Coliform Sample
F-Fecal Coliform Sample
W-Private Well
R-Raw Special

Sample Code Key
D-Distribution Sample
P-Repeat Sample
S-Special Sample

Mail Report To:

Lab.

Mr. Doug Beard
Hackleburg Water
P.O. Box 279
Hackleburg, AL 35564

Analyst

Al information (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's
Client. TTL intends no third party beneficiaries {express or implied) and copies of such information received by
any third parties are NOT for reliance unless TTL first receives a signed Secondary Client Agreement from the
third party. Copyright ©2015 TTL, Inc. All rights reserved.
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BACTERIOLOGICAL RESULTS OF DRINKING WATER

(oJofof1]4a]3]9]

PWS ID Number
Roy Stockman-Client.
Collector's Name

(334) 285-5300
Collector's Phone #

Shaded Area For Lab Use Only

Standard Methods 20th Ed. Method 9223B

Colilert® (ONPG-MUG)
South Marengo Water Marengo
System Served County

Time Collected Date Collected Time Received - Date Received
o]8f2]5 0l2]o]3[1]5 1[6]2]5] (o]l2]0}3]1]5
24 Hour Clock Month Day Year 24 Hour Clock - Month  Day = Year
Clp  Sample Membrane Filter MMO-Mug
Collection Points mg/lL  Code CA CP FA FP CIT CA CP ECAECP Uns. Lab Number
112475 Co. Rd. 47 1.5 D sl e Xl o 150203085-001A
2|6363 Co. Rd. 33 1.0 D Xk 150203085-002A
3117831 U.S. Hwy. 43 1.0 D X 150203085-003A
4{13874 U.S. Hwy 43 1.0 D X | 150203085-004A
510460 Co. Rd. 30 1.0 D X 150203085-005A
6]6945 Al. Hwy 25 2.0 D X | 150203085-006A
8
9
10
11
12
13
14
15
16
17
18
19
20
Sample Total Fecal Total
Collection Points Code C/T Coliform Coliform  Coliform  E. Coli Uns. l.ab Number
22IRAW
23|IRAW
24 RAW
25RAW

Sample Code Key
D-Distribution Sample
P-Repeat Sample
S-Special Sample

Mail Report To:

Rita Hill

South Marengo Water
P.O. Box 480388
Linden, AL 36748

T-Total Coliform Sample
F-Fecal Coliform Sample

W-Private Well
R-Raw Special

Results Code
CA-Coliform absent
CP-Coliform present
ECA-E. coli absent
ECP-E. coli present
Uns.-Unsatisfactory

Lab. ID Number ’

AR bcn RN

Analys

{

Unsatisfactory Codes

A - Sample exceeded holding time

B - Sample leaked in transit

D - Incomplete/incorrect Information
E - Laboratory accident

F - Unapproved sample bottle

G - Less than required sample volume
H - Sample cloudy after incubation

K - Sample contained excess chiorine
Z - Other

- Project: Monthly Drinking Water Coliform

All information (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's
Client. TTL intends no third party beneficiaries {(express or implied) and copies of such information received by

any third parties are NOT for reliance unless TTL

first receives a signed Secondary Client Agreement from the

third party. Copyright ©@2015 TTL, Inc. All rights reserved.




materials . environmental

geotechnical . analytical .

3516 Greenshoro Avenue 205.345.0816 tel
P O Drawer 1128 (35403) 205.343.0635 fox
Toscaloosa, AL 35401 www.TTLINC.com

BACTERICLOGICAL RESULTS OF DRINKING WATER

Shaded Area For Lab Use Only Standard Methods 20th Ed. Method 9223B
Colilert® (ONPG-MUG)

[o]oJoJo]2]5]9]
PWS ID Number

Rickey Harrison-Client
Collector's Name

Clarke
County

Mid Clarke Water System
System Served

334-636-6633
Collector's Phone #

Time Collected Date Collected Time Received - Date Received =

0]7]3]0 0[2]o0]3]1]5 1]6l2]5 of2]ol3l1]l5

24 Hour Clock Month Day Year .24 Hour Clock Month Day Year

Clz  Sample Membrane Filter MMO-Mug
Collection Points mgl.  Code CA CP FA FP CIT CA CP ECA ECP Uns. Lab Number
1|Hare/Hwy 43 0.8 D ol b e X o 150203086-001A
2|Williams/Hebron Rd 0.8 D X | 150203086-002A
4
5
6|
7
8
9
10]
11
12
13
14
15
16
17
18
19
20 . :
Sample Total  Fecal Total
Collection Points Code C/T Coliform Coliform  Coliform  E. Coli Uns. Lab Number

22IRAW
23[RAW
24RAW
25RAW

Sample Code Key T-Total Coliform Sample Results Code Unsatisfactory Codes

D-Distribution Sample
P-Repeat Sample
S-Special Sample

Mail Report To:

Mr. Rickey Harrison

Mid Clarke Water System
P.O. Box 277

Grove Hill, AL 36451

F-Fecal Coliform Sample
W-Private Well
R-Raw Special

.

|

b. ID Number

Analyst

CA-Coliform absent
CP-Coliform present
ECA-E. coli absent

ECP-E. coli present
Uns.-Unsatisfactory

170

A - Sample exceeded holding time

B - Sample leaked in transit

D - Incomplete/incorrect Information
E - Laboratory accident

F - Unapproved sample bottle

G - Less than required sample volume
H - Samptle cloudy after incubation

K - Sample contained excess chlorine
Z - Other

it
! sind

|
|

| WorkOrder: 150203086
. Project: Monthly Drinking Water Coliform

All information (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's
Client. TTL intends no third parly beneficiaries (express or implied) and copies of such information received by
any third parties are NOT for reliance unless TTL first receives a signed Secondary Client Agreement from the
third party. Copyright ©2015 TTL, Inc. All rights reserved.







3516 Greensboro Avenue
P O Drawer 1128 (35403)
Tuscaloosa, AL 35401

geotechnical

« analytical - materials . environmental

BACTERIOLOGICAL RESULTS OF DRINKING WATER

(oloJofofoJ1]4]

PWS ID Number

Terry Tyson-Client
Collector's Name

- (334) 205-8011

Collector's Phone #

Shaded Area For Lab Use Only

Colilert® (ONPG-MUG)

 City of Linden Water Works

Marengo

205.345.0816 tef
205.343.0635 fox
www.TTLINC.com

Standard Methods 20th Ed. Method 92238

System Served

County

Time Collected Date Collected Time Received ~ Date Received -
0]8|3]5 o]2]of3]1]5 1]612]5 ol2]0]3]1]5
24 Hour Clock Month Day Year 24 Hour Clock ~Month Day Year
Clo  Sample Membrane Filter MMO-Mug
Collection Points mgll  Code CA CP FA FP CIT CP ECA ECP Uns. Lab Number
1/421 South Dvorak Cir. 1.3 D sl pep b a R 150203088-001A
2{107 Country Club Dr 1.2 D 150203088-002A
31279 Phillips St 1.6 D 150203088-003A
4|Chickasaw State Park 15 D 150203088-004A
511291 County Rd. 44 E 16 D 1150203088-005A
7
8
9
10
11
12
13
14
15
16
17|
18
19
20 b
Sample Total  Fecal Total
Collection Points Code C/T Coliform Coliform  Coliform  E Coli Uns. Lab Number
21|[RAW  [Well T o ] o b0 150203088-006A
22IRAW EESERE P B
23|RAW
24RAW
25[RAW

Unsatisfactory Codes

A - Sample exceeded holding time

B - Sample leaked in transit

D - Incomplete/incorrect Information
E - Laboratory accident

F - Unapproved sample bottie

G - Less than required sample volume
H - Sample cloudy after incubation

K - Sample contained excess chiorine
Z - Other

 WorkOrder: 150203088
I Project: Monthly Drinking Water Coliform

Results Code
CA-Coliform absent
CP-Coliform present
ECA-E. coli absent
ECP-E. coli present
Uns.-Unsatisfactory

T-Total Coliform Sample
F-Fecal Coliform Sample
W-Private Well
R-Raw Special

Sample Code Key
D-Distribution Sample
P-Repeat Sample
S-Special Sample

Mail Report To:

Mr. Terry Tyson

City of Linden Water Works
211 North Main Street
Linden, AL 36748

Analyst~

All information {written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's
Client. TTL intends no third party beneficiaries (express or implied) and copies of such information received by
any third parties are NOT for reliance unless TTL first receives a signed Secondary Client Agreement from the
third party. Copyright ©2015 TTL, Inc. All rights reserved.







3516 Greensboro Avenue
P 0 Drawer 1128 (35403)

Tuscalo

osa, AL 35401

geotechnical . analytical « materials . environmental

205.345.0816 tel
205.343.0635 fox
www.TTLINC.com

BACTERIOLOGICAL RESULTS OF DRINKING WATER

[oJoJoJof2]5]6]

PWS ID Number

Shaded Area For Lab Use Only

Standard Methods 20th Ed. Method 92238

Colilert® (ONPG-MUG)

Jesse T. Dungan-Client (251) 246-2900  Jackson Water & Sewer Clarke
Collector's Name Collector's Phone # System Served County
Time Collected Date Collected Time Received . Date Received
0]7]5]7 0[2[o0]3]1]5 1]6]215 ol210]8]115
24 Hour Clock Month Day Year 24 Hour Clock | | Month Day Year
Clz  Sample Membrane Filter MMO-Mug
Collection Points mg/l  Code CA CP FA FP CT CA CP ECA ECP Uns. Lab Number
1|212 Plantation Tr. 2.2 D sl b S 150203090-001A
2|12511 Coffeeville Rd. 22 D X 150203090-002A
3]140 Thomas Lane 1.9 D X 150203090-003A
41212 Stewart Dr. 2.1 D X 150203090-004A
5161 Midway St. 2.2 D Xlooalbaop o 150203090-005A
6/8791 Hwy 69 2.2 D X 1§0203090-006A‘
7|11822 Hwy 69 2.2 D X 150203090-007A
8{871 Raindrop Rd 1.4 D X 150203090-008A
91827 Mt. Zion Rd 1.6 D X 150203090-009A
10/2451 Berrys Chapel Rd 22 D X | 150203090-010A
12
13
14
15
16
17
18
19
20 L
Sample Total Fecal Total
Collection Points Code C/T Coliform Coliform  Coliform  E, Coli Uns. Lab Number
21IRAW  |Tombigbee River F 0 ] 11200010290 L 150203090-011A
23|RAW
24RAW
25[RAW

Sample Code Key
D-Distribution Sample
P-Repeat Sample
S-Special Sample

Mail Report To:

Mr. Jesse T. Dungan

T-Total Coliform Sample
F-Fecal Coliform Sample

W-Private Well
R-Raw Special

Jackson Water & Sewer

2751 Commerce Street
Jackson, AL 36545

Results Code
CA-Coliform absent
CP-Coliform present
ECA-E. coli absent
ECP-E. coli present
Uns.-Unsatisfactory

Unsatisfactory Codes

A - Sample exceeded holding time

B - Sample leaked in transit

D - Incomplete/incorrect Information
E - Laboratory accident

F - Unapproved sample bottle

G - Less than required sample volume
H - Sample cloudy after incubation

K - Sample contained excess chlorine
Z - Other

|

* WorkOrder: 150203090
| Project: Monthly Drinking Water Coliform

All information (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's
Client. TTL intends no third party beneficiaries (express or implied) and copies of such information received by
any third parties are NOT for reliance unless TTL first receives a signed Secondary Client Agreement from the
third party. Copyright ©2015 TTL, inc. All rights reserved.
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geotechnical

3516 Greensboro Avenue 205.345.0816 tel
P O Drawer 1128 (35403) 205.343.0635 fox
Tuscaloosa, AL 35401
BACTERIOLOGICAL RESULTS OF DRINKING WATER T
Shaded Area For Lab Use Only Standard Methods 20th Ed. Method
IPC\’NIS?J f\(l)ugtle[r 110]o] 92238 Colilert® (ONPG-MUG)
ichard Vanderslice-Cliei 3346282011 Uniontown, City of Perry
Collector's Name Collector's Phone # System Served County
Time Collected Date Collected Time Received -Date Received
0[7]5]5 o[7Jof[1]1]4 1]5Jo]o o[7]o[1]1]4
24 Hour Clock Month Day Year 24 Hour Clock Month Day Year
Clo Sample Membrane Filter MMO-Mug
Collection Points mgl  Code CA CP FA FP CIT CA CP ECAECP  Uns.  Lab Number
1 np] [ D e 50 D s P e e "] [140701087-001A
2 nrp D X} 7| [140701087-002A
3 nrp D =X fing 140701087-003A
4 np ) X | | [140701087-004A
5|Fish Plant 1260 Washington |nrp D X || |140701087-005A
7 et
8
9
10
11
12 B .
13 0
14 B
15| B
161f . oo
17
18] B
19, Eid
20 ¥ RN s e B - —— L PRSI INEISEDUSY S N—— SRS Wi —— |
Sample Total  Fecal Total
Collection Points Code C/T Coliform Coliform  Coliform  E. Coli Uns. Lab Number
21|RAW__ [City Hall Well 700 Front | [T | : ] (o050 [ ] [140701087-006A
22/RAW  |James Ave. Weli 230 Ja T e PR B I By ¢ R 140701087-007A
23(RAW ' ' SR E o :
24|RAW B
25|RAW ,._A, 1 ] B ;

Sample Code Key
D-Distribution Sample
P-Repeat Sample
S-Special Sample

Mail Report To:

Mr. John Williams
Uniontown, City of
P.O. Box 1069
Uniontown, AL 36786

T-Total Coliform Sample
F-Fecal Coliform Sample
W-Private Well
R-Raw Special

Alti

Lab. ID Number

Results Code
CA-Coliform absent
CP-Coliform present
ECA-E. coli absent
ECP-E. coli present
Uns.-Unsatisfactory

40170

CJDE
Analyst

Unsatisfactory Codes

A - Sample exceeded holding time

- Sample leaked in transit

- Incomplete/incorrect Information
- Laboratory accident

- Unapproved sample bottle

- Less than required sample volume
- Sample cloudy after incubation

- Sample contained excess chlorine
Z - Other

XIGMmMOoOw

WorkOrder: 140701087
Project: Monthly Drinking Water Coliform

] (written or

) from TTL cor

g TTL's work 1s for the sole use and reliance of TTL's

Client. TTL ntends no third party beneficiaries (express or implied) and copies of such information received by
any third parties are NOT for refiance unless TTL first receives a signed Secondary Ciient Agreement from the
third party. Copyright ©2014 TTL, Inc. All rights reserved
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Lead and CmerMn“o;ﬁ;‘ "Data Report
System Name and PWSID#_(A niontowsa — occllon

Monitoring Period_ Juno — Soolem bor 2013

Name and Address Tier Lead Service Date of Date of Lead Year
of Customer 1,2,or3 Line Sample Collection Analysis Results  of Plumbing
(Yes or No) (mg/l)
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ADEM Form #408 8/02

Lead and Co er mmwﬁorn:“*ata Report
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ADEM Form #408 8/02

Lead and Coﬁ;er' Mon“: I'I?Data Report

System Name and PWSID # ' ,.,_L‘___m_u_bf
Monitoring Period__J u \i¢- Secfem oy 201

Name and Address Tier Lead Service Date of Date of Lead Year
of Customer 1,2,or3 LineSample Collection  Analysis Resuits  of Plumbing

(Yes or No) (mg/l)
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ADEM Form #408 802

Lead and Copper M mﬂornl“‘#ata Report
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(Yes or No) (mg/1)
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Date: 14-Aug-13

CLIENT: Uniontown Utilities Board Lab Order: 130709014
Project: 2013 Lead/Copper Monitoring
Lab ID: 130709014-001 Collection Date: 07/09/2013 0:00

client sample 1D: #1 - SN

Matrix: Aqueous

Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7) 07/05/2013 10:40  Analyst RIJM
Copper, as Cu <0.050 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-002 Collection Date: 07/09/2013 0:00
Client Sample ID: #2 _ Matrix: Aqueous
I o :
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu <0.050 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-003 Collection Date: 07/09/2013 0:00
client sample 1D: #3 - (N ISINEESI Matrix: Aqueous
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu <0.050 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb < 0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-004 Collection Date: 07/09/2013 0:00
client sample 1D: #4 - (N ISINEEE Matrix: Aqueous
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu 0.311 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14

Copyright ©2013 TTL, Inc. All rights reserved.

Page 1 of 5

All information (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL’s Client. TTL intends no third party beneficiaries (express or
implied) and copies of such information received by any third parties are NOT for reliance unless TTL first receives a signed Secondary Client Agreement from the third party.



Date: 14-Aug-13

CLIENT: Uniontown Utilities Board Lab Order: 130709014
Project: 2013 Lead/Copper Monitoring
Lab ID: 130709014-005 Collection Date: 07/09/2013 0:00
client sample 1D: #5 - IR Matrix: Aqueous
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7) 07/05/2013 10:40  Analyst RIJM
Copper, as Cu <0.050 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-006 Collection Date: 07/09/2013 0:00
Client Sample ID: #6_ Matrix: Aqueous
I o :
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu <0.050 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-007 Collection Date: 07/09/2013 0:00
Client Sample ID: #7_ Matrix: Aqueous
I o :
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu <0.050 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb < 0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-008 Collection Date: 07/09/2013 0:00
client sample 1D: #8 - (N ISINEESE Matrix: Aqueous
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu <0.050 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14
Page 2 of 5

Copyright ©2013 TTL, Inc. All rights reserved.

All information (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL’s Client. TTL intends no third party beneficiaries (express or
implied) and copies of such information received by any third parties are NOT for reliance unless TTL first receives a signed Secondary Client Agreement from the third party.



Date: 14-Aug-13

CLIENT: Uniontown Utilities Board Lab Order: 130709014
Project: 2013 Lead/Copper Monitoring
Lab ID: 130709014-009 Collection Date: 07/09/2013 0:00

client sample 1D: #9 - ISR

Matrix: Aqueous

Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7) 07/05/2013 10:40  Analyst RIJM
Copper, as Cu <0.050 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-010 Collection Date: 07/09/2013 0:00
client Sample 1D: #10 - (NS INEESEE Matrix: Aqueous
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu 0.261 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-011 Collection Date: 07/09/2013 0:00
Client Sample ID: #11_ Matrix: Aqueous
I o :
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu <0.050 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb < 0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-012 Collection Date: 07/09/2013 0:00
Client Sample ID: #12 - Matrix: Aqueous
I o :
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu 0.290 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14

Copyright ©2013 TTL, Inc. All rights reserved.

Page 3 of 5

All information (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL’s Client. TTL intends no third party beneficiaries (express or
implied) and copies of such information received by any third parties are NOT for reliance unless TTL first receives a signed Secondary Client Agreement from the third party.



Date: 14-Aug-13

CLIENT: Uniontown Utilities Board Lab Order: 130709014
Project: 2013 Lead/Copper Monitoring
Lab ID: 130709014-013 Collection Date: 07/09/2013 0:00

Client Sample ID: #13 -

Matrix: Aqueous

Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7) 07/05/2013 10:40  Analyst RIJM
Copper, as Cu <0.050 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-014 Collection Date: 07/09/2013 0:00
Client Sample ID: #14 - Matrix: Aqueous
I o :
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu 0.052 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-015 Collection Date: 07/09/2013 0:00
Client Sample ID: #15 _ Matrix: Aqueous
I o :
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu <0.050 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb < 0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-016 Collection Date: 07/09/2013 0:00
Client Sample ID: #16 _ Matrix: Aqueous
I o :
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu 0.232 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14
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Date: 14-Aug-13

CLIENT: Uniontown Utilities Board Lab Order: 130709014
Project: 2013 Lead/Copper Monitoring
Lab ID: 130709014-017 Collection Date: 07/09/2013 0:00

client sample 1D: #17 - NS INEESIN

Matrix: Aqueous

Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7) 07/05/2013 10:40  Analyst RIJM
Copper, as Cu <0.050 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-018 Collection Date: 07/09/2013 0:00
client Sample 1D: #18 - S ESINEESIN Matrix: Aqueous
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu 0.205 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-019 Collection Date: 07/09/2013 0:00
client Sample 1D: #19 - [N Matrix: Aqueous
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu <0.050 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb < 0.005 0.005 mg/L 1 07/11/2013 10:14
Lab ID: 130709014-020 Collection Date: 07/09/2013 0:00
client sample 1D: #20 - [ ESINEESEN Matrix: Aqueous
Analyses Result Limit Units DF Date Analyzed
ICP METALS, TOTAL E200.7 Prep:(E200.7)  07/05/201310:40 Analyst RIM
Copper, as Cu 0.055 0.050 mg/L 1 07/10/2013 9:00
PB BY GFAA E200.9 Prep: Analyst GAH
Lead, as Pb <0.005 0.005 mg/L 1 07/11/2013 10:14
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geotechnical « analytical « materials . environmental

3516 Greensboro Avenue 205.345.0816 rel
P O Drower 1128 (35403) 205.343.0635 fax
Tuscaloosa, AL 35401 www.TTLINC.com

BACTERIOLOGICAL RESULTS OF DRINKING WATER
Shaded Area For Lab Use Only Standard Methods 20th Ed. Method

[oJoJof1J1Jo]o] :
PWS ID Number 9223B Colilert® (ONPG-MUG)
Richard Vanderslice- 3346282011 Uniontown, City of

Collector's Name Collector's Phone # System Served
Time Collected Date Collected '
o[s]3]o0 o[slo]5]1]4 .
24 Hour Clock Month Day Year ‘24:Hour. Clock:
Cl2 Sample Membrane Filter MMO-Mug
___ Collection Points mgl.  Code CA CP FA FP CMT CA CP ECAECP Uns. Lab Number
1 R nrp 1 e 53 BRI Ay i e x LA IV R _:‘_;,‘.. 1408051%'001A
2 nrp D X | |140805106-002A
3 np| |[D] X 140805106-003A
4 nrp D 14 ' '
5|Fish Plant np| [ D]
6 TS
7 ]
8 —_—
9
10
11 |
12
13 o
14 ]
15 m
16
17
18 ]
19
Sample Total  Fecal Total
_____ Collection Points Code CT Coliform Coliform  Coliform  E. Coli Uns. Lab Number
21[RAW___[City Hall Well T ST FEOEE0TE] [EF] [(140805106-006A
22[RAW _ |James Ave. Well T | 140805106-007A
23[RAW ) R SRS
24(RAW I i
25[RAW 1 E
Sample Code Key T-Total Coliform Sample Results Code Unsatisfactory Codes
D-Distribution Sample F-Fecal Coliform Sample CA-Coliform absent A - Sample exceeded holding time
P-Repeat Sample W-Private Well CP-Coliform present B - Sample leaked in transit :
. . . D - Incompletefincorrect Information
S-Special Sample R-Raw Special ECA-E. coli absent E - Laboratory accident
ECP-E. coli present F - Unapproved sample bottle
: - Less than required sample volume
Vie:iraststactory g- é:r:ptle clouegy after inCSbation
) K - Sample contained excess chlorine
Mait Report To: 8 401 70 Z - Other
Mr. John Williams AL-a.b o lember TrKORIer: [ebo0o10 .
: ‘ SIML Project: Monthly Drinking Water Coliform
Uniontown, City of Analyst
P.O. Box 1069 All information (written or electronic) from TTL concemmg 'ITL s wodu is for the sole use and reliance of TTL's
Uniontown, AL 36786 Client. TTL intends no third party i (express or i d) and copies of such information received by
any third parties are NOT for reliance unless TTL first receives a ugned S y Client Ag t from the

third party. Copyright @2014 TTL. Inc. All rights reserved.




geotechnical « analytical « materials + environmental

3516 Greensboro Avenue 205.345.0816 tel
P O Drower 1128 (35403) 205.343.0635 fox
Tuscalooso, AL 35401
BACTERIOLOGICAL RESULTS OF DRINKING WATER N
T B S T T B Shaded Area For Lab Use Only Standard Methods 20th Ed. Method
e ri?LIrEth{éPJ'g Lo} 92238 Colilert® (ONPG-MUG)
Richard Vanderslice- 3346282011 Uniontown, City of Perry
Collector's Name Collector's Phone # System Served County
\Time Collected] |  Date Collected Time Received Date Received
g.o__:,.zA,f_«!.I&_J 0ojgfof2]17]a 1]3]5]0 o[ofoJ2T1T4
| 24 Hour Clock | | Month Day Year 24 Hour Clock Month Day Year
Cl2 Sample Membrane Filter MMO-Mug
Collection Points mgl.  Code CA CP FA FP CIT CA CP ECAECP  Uns. Lab Number
1|City Hall 200 Front St 1.1 [D X [ ] [140902055-001A
2 1.1] [D] X || [140902055-002A
3 16 D X | [140902055-003A
4! WyoUE|16| |D| X | [140902055-004A
5lFish Plant 1260 Washington [16| | D | X | [140902055-005A
X .. — & Lbia
7
———— = e
S ) ] B2 SRS
100 R N ) [ |
" o
120 o L
13 ——— ’.. sa. S —_——,——
14/ IS SO N N HE: i BalnSendnal
15 e : t
16| ] e '
7 I i)
18 I A ]
19! SR A B
20 g St ik e 0 I G B R
Sample Total Fecal Total
Collection Points Code  C/T Coliform Coliform  Coliform E. Coli Uns. Lab Number
21iRAW __[City Hall Well T - : 0 [ ] [140802055-006A
22'RAW  1James Ave. Well _T_J 3 0 140902055-007A
2z3RAW T ® BsS ~
24RAW | T B il
25RAW | ) R

Sample Code Key
D-Distribution Sample
P-Repeat Sample
S-Special Sample

Mail Report To:

Mr. John Williams
Uniontown. City of
P.O. Box 1069
Uniontown. AL 36786

T-Total Coliform Sample
F-Fecal Coliform Sample
W-Private Well
R-Raw Special

All information (written or el

Results Code

Unsatisfactory Codes

CA-Coliform absent A - Sample exceeded holding time
CP-Coliform present B - Sample leaked in transit
; D - Incomplete/incorrect Information

ECA-E. coli absent E - Laboratory accident

ECP-E. coli present F - Unapproved sample bottle

Uns.-Unsatisfactory G - Less than required sample volume
H - Sample cloudy after incubation
K - Sample contained excess chlorine

40170 Z - Other
Lo 1D hxnber WorkOrder: 140902055
JML Project: Monthly Drinking Water Coliform
Analyst

) from TTL

g TTL's work is for the sole use and rekance of TTL's

Client  TTL intends no third party beneficiaries (express or implied) and copies of such informalion received by
any third parties are NOT for reliance unless TTL Ivst receves a signed Secondary Chent Agreement from the
thud party. Copyright ©2014 TTL. Inc All rights reserved



geotechnical « analytical « materials « environmental

3516 Greensboro Avenue 205.345.0816 tel
P O Drawer 1128 (35403) 205.343,0635 fox
Tuscoloosa, AL 35401 www.TTLINC.com
BACTERIOLOGICAL RESULTS OF DRINKING WATER
‘0T 0 "'6'I‘i""["'1‘"];6' [0; Shaded Area For Lab Use Only Standard Me!hods 20th Ed. Method
PWS ID Number 92238 Colilert® (ONPG-MUG)
Richard Vanderslice- 3346282011 Uniontown, City of Perry
Collector's Name Collector's Phone # System Served County
Time Collected | ' Date Collected | Time Received . Date Received
to]8lolo| [1]1oflo[7i1]4] 115]0]0 1fofof7f1]4
24 Hour Clock L Month Day _Year | 24 Hour Clock Month Day Year
Ci2 Sample Membrane Filter MMO-Mug
Collection Points mg/L  Code CA CP FA FP CIT CA CP ECAECP Uns. __Lab Number
[p| [ D] [ ] ] X ] [141007063-001A
]___ X | o 141007063-002A
L_Q— i 5 X = 141007063-003A
i D X 141007063-004A |
5/Fish Plant-1260- Washington [nrp| | D | 1] X | [141007063-005A
7! { :
e T [ =
9 s i W B
10, B 1 I B
1 1 { —— — { - — e
12! i i :_
13 OO [ S S Y
14 ~ I .
15 ! B
T E——
17 !
L —— Bt
19 o 1
20 T O R O A 7 ) 5
Sample Total  Fecal Total
Collection Points Code C/T Coliform Coliform  Coliform  E. Coli Uns. Lab Number
21RAW _ [City Hall Well-100 Front | | T | - [0 "] o ] [[] [141007063-006A |
22/RAW ‘ James Ave Well-230 Ja ' T 19 0 141007063-007A
23RAW | [q - B
24RAW 1 o '_
25RAW | , L4 EBlo o dfaasbzed Ld e o |
Sample Code Key T-Total Coliform Sample Results Code Unsatisfactory Codes
D-Distribution Sample F-Fecal Coliform Sample CA-Coliform absent A - Sample exceeded holding time
P-Repeat Sample W-Private Well CP-Coliform present B - Sample leaked in transit
. : D - Incomplete/incorrect Information
S-Special Sample R-Raw Special ECA-E. coli absent E - Laboratory accident
ECP-E. coli present F - Unapproved sample bottle
Uns.-Unsatisfactory G - Less than required sample volume
H - Sample cloudy after incubation
K - Sample contained excess chiorine
Mail Report To: 40170 Z - Other
i o Wil Lab. ID;Number WorkOrder: 141007063 _
JML Project: Monthly Drinking Water Coliform
Uniontown, City of Analyst
P.O. Box 1069 Allinformation (written or electronic) from TTL concerning TTL's work is for the sole use and reliance of TTL's
Uniontown, AL 36786 Client TTL intends no third party es (exp or implied} and copies of such information received by
any third parties are NOT for reliance uniess TTL first asgned S y Client Agreement from the

thud party Copyright ©2014 TTL. Inc. All rights reserved



3516 Greensboro Avenue
P O Drower 1128 (35403)
Tuscoloosa, AL 35401

geotechnical « analytical . materials . environmental

205.345.0816 tel
205.343.0635 fox
www.TTLINC.com

BACTERIOLOGICAL RESULTS OF DRINKING WATER
Shaded Area For Lab Use Only Standard Methods 20th Ed. Method

(ofofofJ1]1T0oT0]

PWS ID Number

Richard Vanderslice-
Collector's Name

3346282011

92238 Colilert® (ONPG-MUG)

Uniontown, City of

Collector's Phone # System Served

Time Collected

Date Collected

O N, S

©

1
12
13
14
15
16
17
18
19

20

21
22
23
24
25

ofsl2]o 1[/1]/0]4]1]4
24 Hour Clock Month Day Year
Clz Sample
____Collection Points mgl.  Code
np] [D ]
nrp D
nrp D
nrp D
Fish Plant nrp D
Sample Total Fecal
_ Collection Points Code  CM Coliform Coliform
[RAW  [City Hall Well T A et
RAW James Ave. Well T
RAW
RAW N
RAW - ]

Sample Code Key
D-Distribution Sample
P-Repeat Sample
S-Special Sample

Mail Report To:

Mr. John Williams
Uniontown, City of
P.O. Box 1069
Uniontown, AL 36786

T-Total Coliform Sample Results Code Unsatisfactory Codes
F-Fecal Coliform Sample CA-Coliform absent A - Sample exceeded holding time
W-Private Well CP-Coliform present B - Sample leaked in transit .
b . D - Incomplete/incorrect Information
R-Raw Special ECA-E. coli absent E - Laboratory accident
ECP-E. coli present F - Unapproved sample bottle

G - Less than required sample volume
H - Sample cloudy after incubation
K - Sample contained excess chlorine

Uns.-Unsatisfactory

!: b ALMA bt Z-Olher
ta0 "? : uf:ber WorkOrder: 141104064
( Ml_r{{&":}] Project: Monthly Drinking Water Coliform
Analyst
Al inf ion (wrilten or ic) from TTL ing TTL's work is for the sole use and reliance of TTL's

Client. TTL intends no third party benefi or implied) and copies of such information recelved by

\OXp

any third parties are NOT for reliance unless TTL first receives a signed Secondary Client Agreement from the
third party. Copyright ©2014 TTL, Inc. All rights reserved.








